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Remedial Actions N

e Special preplanned corrective measur es
which are initiated following a
disturbanceto provide for acceptable
system performance.
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Typical Automatic W
Actions include:

e Generator tripping or equivalent reduction
of energy input to the system, controlled

e Tripping of interruptibleload, DC line
ramping, insertion of braking resistors,




Include:
e Manual tripping of load,
e Tripping of generation, etc.




Remedial Action

e A protection system which automatically
Initiates one or moreremedial actions.
Also, called Special Protection System.

e Remedial Action Schemes(RAS) are
allo
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petormance of a RAS TN

e RASfailure must be proven to be a non-
credible event to the WSCC if cascading
or collapseisresult.

e Such RASrdiability determinations are




Performance Levels
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e The Performance L evel associated with
accidental RAS operation isthemore
stringent Performance Level of the
following:
— (1
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Final Cons deration

e Operating procedures/agreements
must be developed to cover
situations where the RAS may be out
of service or the facility it Is
protecting is out of service.
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